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DEPARTMENT OF TRANSPORTAT]ON

STATE OF CALIFORNIA

Unistrut (Typ)

| REQUEST FOR INFORMATION NOT ADDRESSED IN THIS CCO REMAIN

IN FORCE

Zﬁl 12/11/09 TOWER UTILITY PANELS T sﬁ 70

MARK| DATE DESCRIPTIONS BY [cH’ D[ccos
REVISIONS

CONTRACT CHANGE ORDER NO.

SHEET OF

THIS PLAN ACCURATE FOR ELECTRICAL WORK ONLY.

Stiffener— s

Drill & tap use
M10 H.S.B. for
mounting unistrut
to stiffeneer
(Typ)

\ PB-4K

Unistrut (Typ)

o1

SECTION A-A

SCALE 1:10
Shown for PB-4K

DETAIL 3
SCALE 1:5

Plan at Elevation 53.85 m shown for PB-4K
Some conduits not shown for clarity
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REGISTERED ELECTRICAL ENGINEER DATE
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—Insulated Grounding
Bushing (Typ)

PLANS APPROVAL DATE
PB AMERICAS, Inc.

A Parsons Brinckerhoff Company
303 Second St., Suite TOON
San Francisco. CA  94I07-1317
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The State of Callfornia or Its officers or agents shall not be responsible for
the accuracy or completeness of electronic copies of this plan sheet,

Caltrans now has a web sife! To get fo the web site. go fo http:/ /www.dol.ca.gov

::>*AfDriH & tap use

M10 H.S.B. for
mounting unistrut
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(Typ)

SHEET NOTES:

<:> Numbers and sizes of conduits are
field route to lights, receptacles
and switches. See sheets E-284 and
E-284A for conduit information.
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SECTION C-C

ALL DIMENSIONS ARE IN MILLIMETERS UNLESS 0TH§RW[SE SHOWN.

SCALE 1:10
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Unistrut (Typ)Ln

Drill & tap use PB-4K ~
M10 H.S.B. for
mounting unistrut
to stiffeneer
(Typ)
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\¥447 Lower diaphragm

SECTION B-B
SCALE 1:10
Shown for PB-4K

Light and receptacle distribution box detail typical stiffener
location shown for SE. NW similar and SW and NE are opposite hand.

DETAILS

TOWER AND SUSPENSION CABLE 5?
TOWER POWER AND LIGHTING TS
SCALE AS NOTED 5 C|>
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